This work investigates the unsteady pressure fluctuations in two prototype Francis turbines during load variation and start-up. Although hydraulic turbines are expected to experience such events over their lifetime, the resulting pressure amplitudes are so significant that they take a toll on a machine's operating life. The interest of the present study is to experimentally measure and numerically characterize time-dependent pressure pulsations. Specific focus is on (1) how pressure pulsations of both synchronous and asynchronous types in vertical-and horizontal-axis turbines change when the load of a turbine changes from steady conditions, (2) what the pressure amplitudes during load change are, and (3) how quickly pressure amplitudes vary when a generator is synchronized to the power grid (load) during start-up. To this end, four pressure sensors were integrated in the draft tube cone. The results are quite interesting, especially during transition from the steady state to the transient load change. In the vertical-axis turbine, amplitudes of asynchronous pressure pulsations are 20 times larger than those of the synchronous component; whereas, in the horizontal-axis turbine, amplitudes of asynchronous pressure pulsations are two times smaller than those of the synchronous component. During a load change, amplitudes of synchronous pressure pulsations are nearly double compared with the asynchronous component. For the turbine startup, only synchronous-type pressure pulsations are found and the flow was asymmetrical over the draft tube circumference. Published by AIP Publishing. https://doi
Investigation of the unsteady pressure pulsations in the prototype Francis turbines during load variation and startup This work investigates the unsteady pressure fluctuations in two prototype Francis turbines during load variation and start-up. Although hydraulic turbines are expected to experience such events over their lifetime, the resulting pressure amplitudes are so significant that they take a toll on a machine's operating life. The interest of the present study is to experimentally measure and numerically characterize time-dependent pressure pulsations. Specific focus is on (1) how pressure pulsations of both synchronous and asynchronous types in vertical-and horizontal-axis turbines change when the load of a turbine changes from steady conditions, (2) what the pressure amplitudes during load change are, and (3) how quickly pressure amplitudes vary when a generator is synchronized to the power grid (load) during start-up. To this end, four pressure sensors were integrated in the draft tube cone.
The results are quite interesting, especially during transition from the steady state to the transient load change. In the vertical-axis turbine, amplitudes of asynchronous pressure pulsations are 20 times larger than those of the synchronous component; whereas, in the horizontal-axis turbine, amplitudes of asynchronous pressure pulsations are two times smaller than those of the synchronous component. During a load change, amplitudes of synchronous pressure pulsations are nearly double compared with the asynchronous component. For the turbine startup, only synchronous-type pressure pulsations are found and the flow was asymmetrical over the draft tube circumference. Published by AIP Publishing. https://doi.org/10.1063/1.4994884
I. INTRODUCTION
Today, both continual and intermittent energy resources are used for electricity supply. Continual types of energy sources guarantee electricity continuously and intermittent types of energy sources do not. The variations in the electricity demand and generation often disrupt the grid network, which affects the constant supply of electricity to the end users. Due to their flexibility in changing the power output within the shortest possible time, hydraulic turbines have been widely used to meet real-time electricity demand. [1] [2] [3] The turbines pass through transient cycles, such as load acceptance (LA), load rejection (LR), start-up, shutdown, and total load rejection during the power grid stabilization. 4 Furthermore, hydraulic turbines experience unstable flow conditions and high amplitude pressure pulsations during the transient cycles. [5] [6] [7] [8] [9] [10] The pressure amplitudes are primarily dependent on the instantaneous rate of the guide vanes' movements and the runner's speed. 11, 12 For the load acceptance cycle, the power output from the hydraulic turbine increases by opening the guide vanes. The guide vanes are operated through a governing system based on the power required to balance the grid parameters. For the load rejection cycle, the discharge to the runner is decreased by closing the guide vanes. During the load acceptance and rejection cycles, the generator is connected to the grid network and operated at a constant (synchronous) a) Author to whom correspondence should be addressed: chirag.trivedi@ntnu.no. Tel.: þ47 735 93849.
speed. For the start-up cycle, the guide vanes are initially opened by a few percentages from a completely closed position. As the discharge to the runner increases, the runner starts spinning at a synchronous speed to that of the corresponding turbine. The generator then is coupled to the grid network at a minimum load. After synchronization, the power output is further increased to the set value by increasing the discharge to the runner.
Unsteady pressure measurements observed during the transient cycles of a Francis turbine model indicated that a turbine could experience more than twice the pressure amplitudes observed at the best efficiency point (BEP). [13] [14] [15] Pressure measurements in a draft tube indicated that high amplitude pressure oscillations occur during the load variation and start-stop cycles. The oscillations were nearly three times higher than that of the normal operating conditions. The literature indicated that the repeated transients affect the operating life of the turbine components. [16] [17] [18] [19] During a transient condition, the turbine passes through a rapid pressure variation and experiences low-cycle fatigue. 20, 21 The repeated fatigue loading to the runner blades initiate cracks where the blades are welded. 22 Pressure pulsations developed in a draft tube are primarily related to the vortex breakdown. The pressure pulsations are composed of two different phenomena that occur simultaneously at the same frequency, which may be synchronous (axial) and asynchronous (radial) types. 23, 24 The synchronous component may have equal phase and amplitude in the runner and the draft tube. The pressure may be considered as a plane wave propagating to the hydraulic system through the draft tube. The asynchronous component is a pressure pattern that develops at the runner downstream and that rotates about the circumference of the draft tube. The rotation period is dependent on the circumference and the runner angular speed. The synchronous component may not be present at high load conditions. In a straight/conical draft tube, only asynchronous type pulsations exist. 25 Both synchronous and asynchronous types of pressure pulsations cause different impacts on turbine operation. It is important to analyze and distinguish such pulsations properly. During the steady-state operating condition of a turbine, the pulsations are periodic and may repeat over certain periods of time. [26] [27] [28] [29] However, during load variation and start-stop, the pressure pulsations are non-repeating and largely dependent on the runner's instantaneous speed as well as guide vanes' apertures at that time. Recently, velocity measurement conducted by Goyal et al. 30, 31 indicated that the vortex structure in the draft tube evolves over a certain time as the runner accelerates/decelerates. The study showed that, unlike a steady-state load, [32] [33] [34] [35] amplitudes of both types of pressure pulsations vary with time as the load changes from one operating point to another. The frequency of synchronous pulsations appeared before the asynchronous pulsations during load variation from or to part load. Axial velocity of flow leads the synchronous type and the radial velocity leads the asynchronous type pulsations during formation of the vortex rope as load changes from BEP to part load.
So far, the investigations were focused on steady-state operating conditions of the turbine, and very few investigations have been performed on the transient operating conditions. Among them, the majority focused on the model Francis turbine. Previous investigations [36] [37] [38] clearly indicated that the realistic prototype measurements are vital to obtain reliable information on how unsteady pressure pulsations and their synchronous-asynchronous component vary during load variation and start-stop. Because, while investigating the transient conditions on model turbines, there are certain limitations, such as effects of water hammer 39, 40 and draft tube surge, 41, 42 that are not produced perfectly for the prototype conditions. Furthermore, variation in frequencies of standing waves due to hydroacoustic phenomena 43, 44 and associated speed of sound 45, 46 are not captured very well. Transient measurements on prototypes are rarely conducted (except commissioning time) and generally are not published due to limited access to prototypes, production losses, and confidentiality. The present work is aimed to investigate the pressure loading in two prototype turbines during transient operating conditions, such as load acceptance, load rejection, and start-up. The focus is to investigate the unsteady pressure amplitudes at different locations in the draft tube and how synchronous and asynchronous components vary with time. The paper is structured as follows: turbines instrumentation, and uncertainty quantification are described in Sec. II; Sec. III is divided into two parts: turbine-1, i.e., vertical-axis prototype Francis turbine; turbine-2, i.e., horizontal-axis prototype Francis turbine; and key findings are listed in Sec. IV.
II. MATERIALS AND METHODS

A. Measurements
The pressure measurements were performed on two medium head Francis turbines located in Leirfossen, Trondheim, Norway. The Francis turbine (turbine-1), located at Nedre Leirfossen, was a vertical-axis turbine. Another Francis turbine (turbine-2), located at Øvre Leirfossen, was a horizontal-axis turbine. Figure 1 presents a two-dimensional view of the Francis turbine located at Øvre Leirfossen. Table I presents the operating parameters of both turbines observed at the BEP. The speed factor (n ED ), discharge factor (Q ED ), and specific speed (N QE ) are estimated by using Eqs. (1), (2) , and (3), respectively, 47
where n is the runner's angular speed in revolutions per second (rps); D is the runner's outlet diameter in m; Q is the discharge in m 3 s
À1
; and E is the specific hydraulic energy in J kg The unsteady pressure measurements in the draft tube cone were obtained by using four PTX 610 pressure transmitters; the operating range was 0-250 kPa absolute. There were four pressure taps on the draft tube cone, and each tap was 90 circumferentially apart from each other on the same cross-section (0.27ÁD from the runner's outlet). Sensors S1 and S3 were in FIG. 1. Two-dimensional view of a Francis turbine (horizontal axis) prototype located at Øvre Leirfossen, Trondheim, Norway. S1, S2, S3, and S4 are the locations of the pressure sensors in the draft tube cone. Photographs on the right-hand side indicate the physical locations of the pressure sensors.
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Trivedi, Gogstad, and Dahlhaug J. Renewable Sustainable Energy 9, 064502 (2017) line with the draft tube outlet axis. S2 and S4 were perpendicular to S1 and S3, respectively. Before the prototype measurements, the pressure sensors were calibrated thoroughly in the Waterpower Laboratory. The pressure data were acquired by using a National Instrument (NI) data acquisition system and the LabVIEW program. The data were sampled at a sampling rate of 2.5 kHz. The sampling rate was defined by an in-built filter in the NI module to avoid the aliasing effect and when considering the maximum possible frequency in the draft tube, i.e., 10 harmonics of the blade-passing frequency within the anti-aliasing range (sampling rate/2). The frequency resolution was sufficient (less than 0.05% of the runner's angular speed) to obtain a small variation of frequency in the time domain. In this paper, the load is presented as a percentage of the BEP load; BEP is considered as a 100% load.
III. RESULTS AND DISCUSSION
A. Pressure measurements: Turbine-1
Load acceptance and load rejection
Turbine-1 is a vertical-axis type and the draft tube was an elbow type. Pressure data acquired from the S1, S2, S3, and S4 locations were analyzed for all transient conditions. Due to the large volume of experimental data and the similarity in the average pressure variation at all locations, detailed analysis at one of the locations, is elaborated. However, to investigate the synchronous and asynchronous pulsations, data of all the sensor locations are presented. Figure  2 depicts the pressure variation at S1 during the transient cycles of load acceptance (LA) and load rejection (LR). The load acceptance is performed by increasing the power output from a 50% to a 70% load and a 90% to a 110% load. The load rejection is performed by decreasing the power output from a 100% to 50% load and a 110% to 100% load. During the load acceptance, pressure in the draft tube decreases, and, during load rejection, the pressure increases. However, for the 50%-70% load acceptance, the change of pressure is very small (0.3 kPa). transient period, and the pressure drop is equivalent to head of 0.35 m. At the 90% load operating condition, the amplitudes of the pressure pulsations are nearly two times larger compared with the amplitudes observed at the 110% load operating condition. The load rejection cycle from a 100% (BEP) to a 50% load is provided in Figs. 2(e) and 2(f). At a 100% load, the amplitude of the pressure pulsations is small, which is a stable flow condition in the draft tube. The amplitudes increase as the transition from a 100% load occurs, and the amplitudes are nearly five times larger at a 50% load. The transition to the unstable condition occurs at approximately 58 s, and the pressure amplitudes slowly increase. The maximum amplitudes can be observed between 65 s and 70 s when the operating load is approximately 70%. The amplitudes slowly decrease after 70 s when the turbine reaches a 50% load operating condition. The load rejection from a 110% to a 100% load is presented in Figs. 2(g) and 2(h). The pressure amplitudes at the 110% load are 0.2 kPa larger compared with the amplitudes observed at the 100% load. No significant variation was observed during this transient cycle. Operating points 610% of the BEP seem stable in this turbine. A similar variation was observed for the other locations, i.e., S2, S3, and S4. Therefore, the pressure data at these locations are not shown. The time-series pressure signal usually contains frequencies related to the developed flow phenomena and random noise. It is difficult to distinguish the pressure pulsations related to flow phenomena when the amplitudes are quite similar to random noise. Techniques available in the MATLAB software were applied to estimate the noise component. The signal-to-noise ratio (SNR) analysis was performed on the acquired data from the pressure sensors. Equation (6) was used to calculate the SNR,
where P signal and P noise are the powers of the input signal (frequencies related to the vortex breakdown and the runner angular speed) and random noise, respectively. Table III shows the relative noise power (power of random pressure fluctuations) in the pressure signals for different operating loads. The estimated noise power (dB) is normalized by the corresponding noise power (dB) at a 100% load. It can be seen that the noise power at the 50% and 90% load dominant. At the 50% load, the random noise was observed between 0.6 and 80 Hz; whereas, at the 90% load, the random noise was observed between 0.4 and 32 Hz. Low-noise power at a 70% load is due to high signal power associated with the vortex rope frequency. At a 90%, 100%, and 110% load, the dominant signal power was attributed with the blade-passing frequency of 72 Hz. The change in the amplitudes of the unsteady pressure pulsations during the transient cycle may be explained by a time-average standard deviation. The time-average standard deviation of the pressure pulsations during the load acceptance and load rejection cycles is presented in Fig. 3 . The time-dependent standard deviation was computed by using pressure data of 0.1-s window segment and 50% overlapping. 48 The standard deviation corresponds to variation from the mean pressure value. The transient start time is adjusted to 50 s. The highest standard deviation is observed for a load acceptance from the 50% to 70% load. At the 50% load, the standard deviation is 3.8 kPa, which increases to 5.4 kPa (equivalent to 2.14% of the operating TABLE III. Relative noise power in pressure signals S1, S2, S3, and S4 for different operating loads of the turbine; the noise power is normalized by the noise power at the 100% load operating condition. head) as the load increases to 70%. The steady-state value of the standard deviation at the 70% load is observed after 60 s. A similar variation can be observed for the load rejection from the 100% to 50% load operating condition. At the 100% load operating condition, the standard deviation is less than 0.8 kPa, which increases with discharge and nearly stabilizes at 3.8 kPa (equivalent to 1.51% of head). The estimated standard deviations for 50%, 70%, 90%, 100%, and 110% load operating conditions are 3.8 kPa, 5.4 kPa, 1.7 kPa, 0.8 kPa, and 1 kPa, respectively. A time-domain spectral analysis was conducted to investigate the frequency components and corresponding amplitudes in the acquired pressure data. Figure 4 presents a prepared spectrogram of the unsteady pressure data acquired from S1 during the load acceptance from the 50% to the 70% load. The instantaneous variation in the frequencies and amplitudes during the transient cycle is presented. The frequencies are normalized by using Eq. (4);
where f is the frequency component in Hz; and n is the runner angular speed (synchronous speed) in rps or Hz. The amplitudes are normalized by using Eq. (5) as follows: where p is the pressure value acquired during the transient condition in kPa; p rms is the timeaverage root-mean-square value of the corresponding pressure signal in kPa; and qÁE is the reference pressure observed at the BEP in kPa. To perform time-dependent power spectral analysis, a window size of 0.5 s with 80% overlap was selected. 49 A normalized frequency of 0.22 and its harmonic can be clearly observed during load acceptance from a 50% to a 70% load. The frequencies correspond to the vortex rope in the draft tube. Interestingly, the vortex rope frequency f* ¼ 0.22 gradually changes to f * ¼ 0.24 as the load changes from 50% to 70% at approximately 60 s, and the amplitudes also increase, as discussed in Fig. 2(b) . At a steady 50% load, amplitudes of frequency 0.22 are inconsistent and repeated in a cyclic pattern. During the transition, the amplitudes increase as random pulsations disappeared and the pulsations associated with vortex rope frequency organized after achieving a 70% load. Figure 5 presents a spectrogram of the unsteady pressure pulsations at S1 during load rejection from a 100% to a 50% load. The transition between 50 s and 75 s indicates how the frequency that corresponds to the vortex rope becomes apparent. A bright mark at the normalized frequency of 0.22 can be observed at 60 s, which corresponds to the formation of the vortex rope, when the transition occurs from the stable flow condition to the unstable flow condition to a 70% load and then a 50% load. The amplitude of the vortex rope frequency decreases when the load is approximately 60% and the amplitudes remain small; at the same time, amplitudes of random pressure fluctuations increase. The resulting amplitudes of the random fluctuations are nearly the same as the vortex rope. The increase of random fluctuations may be associated with the development of vortical flow in the blade passages, which travel to the draft tube. Unlike a 70% load, vortical flow leaving the runner blades may not be organized around the runner cone/hub/axis of rotation. As the load changes from a 70% load to a 50% load, tangential (whirl component) velocity of the flow increases as well as the effect of centrifugal force. The vortical flow is directed towards the runner band or draft tube circumference, and the vortical flow is no longer organized around the runner axis. Furthermore, recirculating flow in the draft tube may also contribute to developing random fluctuations.
The pressure pulsations in the draft tube are composed of systematic and random types. The systematic pulsations are associated with the certain flow phenomena and the frequency of the hydroacoustic effect. The random pulsations may be associated with the random noise, turbulent flow noise, or random vibration of the structure. In the draft tube, the dominant pressure pulsations are related to the vortex rope under the off-design operating conditions. The systematic pulsations may be reasonably explained by making a distinction between the synchronous (axial) and asynchronous (radial) pressure pulsations. 50, 51 The procedure suggested in the literature 23, 52 are used to determine the synchronous and asynchronous components in the acquired pressure data. Equations (6) and (7) can be used to estimate the synchronous and asynchronous components, respectively, in the corresponding transient cycle,
where p~is the fluctuating pressure acquired from the sensor locations. Figure 6 illustrates the spectral analysis of the pressure data acquired from locations S1 and S3 during load acceptance from the 50% to 70% load operating condition. The normalized frequencies related to the vortex rope are 0.22 and 0.24 at 50% and 70% load operating conditions, respectively. Figure 6 (a) presents the amplitudes of the pressure pulsations related to the synchronous component. At 50% load, amplitudes related to the synchronous component of the vortex rope frequency (f * ¼ 0.22) and its harmonic are approximately 0.02% of qÁE. During the start of the transient cycle, the amplitudes decrease, and, at approximately 62% load, the amplitudes increase to 0.03% of qÁE. The amplitudes of the first harmonic decrease while the amplitudes for the second harmonic increase during the transient cycle. This result indicates that the axial pressure pulsations with a frequency of 0.48 may have a stronger effect compared with that of the fundamental frequency. The similar variation was obtained with other sensors located at 90 apart. During the summation of the pressure data, pressure pulsations of second harmonic may have a similar phase and the amplitudes may increase. 53 Therefore, for reliable analysis of second harmonic, 
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Trivedi, Gogstad, and Dahlhaug J. Renewable Sustainable Energy 9, 064502 (2017) two other sensors are needed on the same cross-section; in this case, sensors S2 and S4 were considered in addition to S1 and S3. Figure 6 (b) presents the transient variation in the amplitude of the asynchronous pressure pulsations. A strong effect of the asynchronous pressure pulsations can be observed at both the 50% and 70% loads. The amplitudes change from approximately 0.05% to 0.2% of qÁE. No harmonic of the frequency associated with asynchronous pressure pulsations is observed. At the start of the transient cycle, the frequency of asynchronous components disappeared for a few seconds, which may be due to a sudden increase of the flow rate as the guide vanes open and may be due to a momentary increase of the axial velocity component compared with the tangential/radial velocity, which is primarily responsible for the development of vortex rope. 31 A spectral analysis of the synchronous and asynchronous pressure pulsations during load rejection from a 100% to a 50% load is provided in Fig. 7 . At a 100% load, the turbine operation is stable, and no high amplitude frequency can be observed. When the load is approximately 80%, high amplitudes of the synchronous component are observed, as indicated in Fig. 7(a) . This is approximately when the turbine reached the operating point at a 70% load. The analysis for the asynchronous pressure pulsations indicated a maximum amplitude of 0.16% of the qÁE. The appearance of the asynchronous component related to a vortex rope frequency (f * ¼ 0.22) at t ¼ 58 s indicates the starting of the formation of the vortex rope in the draft tube. The variation in the pressure pulsations and their amplitudes at this instant in time can be clearly observed in Fig. 2(f) . After 90 s, the systematic frequency of vortex rope disappeared and the random pulsations persisted. 
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Start-up
The start-up procedure of the turbine is generally defined at the time of commissioning or refurbishment, and it is followed over the service life. For the current investigation, the pressure measurements were carried out during the start-up cycle of turbine-1 and the generator synchronization at a minimum load. The pressure variation at S1 location is shown in Fig. 8 . Before the start of the turbine (t ¼ 0-50 s), the runner was at a standstill, the guide vanes were completely closed, and no water flow rate through the runner. The operating pressure in the draft tube before the start-up is 107.6 kPa at the measurement location. The guide vanes were opened at t 1 ¼ 50 s, and the discharge to the runner increased gradually. The pressure oscillations, which occur immediately after the guide vane opens, can be observed at the measurement location. The oscillations are 66 kPa (¼ 2.4% of the operating head) of the instantaneous mean pressure value. The generator synchronization process was initiated after achieving a synchronous speed of the runner at t 2 ¼ 70 s. The generator was successfully synchronized at t ¼ 85 s. An unstable flow condition can be observed immediately after the generator synchronization at a 40% load (t 3 ). The unsteady pressure pulsations are 68 kPa of the instantaneous mean pressure value. A similar pressure variation was observed to occur at the other locations, S2, S3, and S4. The time-average pressure variation at S1, S2, S3, and S4 is provided in Fig. 9 . The pressure values are averaged by using a window length of the samples that corresponds to one complete revolution of the runner. The oscillations in the pressure variation at all of the locations are in phase. A small asymmetry in the pressure values between the S1/S3 and S2/S4 can be observed, which could be related to the variable discharge from the blade passages during the start-up process. The frequency component and the corresponding amplitudes in the pressure pulsations are analyzed through the spectral analysis. The same window side and the overlapping factor were considered as for the load acceptance cases. Figure 10 illustrates the amplitude spectrum of the acquired pressure pulsation during the turbine start-up. The maximum amplitude is 0.1% of qÁE. The dimensionless frequencies observed at time t 1 , t 2 , and t 3 were 0.12, 0.14, and 0.32, respectively. The dimensionless frequency observed after the generator synchronization was 0.22, which corresponds to the vortex rope.
B. Pressure measurements: Turbine-2
Load acceptance and load rejection
Turbine-2 is horizontal-axis type and the operating head is 32.6 m. Unsteady pressure measurements have been performed during the load acceptance and start-up conditions. Three transient conditions were investigated, i.e., load acceptance from 70% to 90%, 90% to 100%, and 100% to 110%. Figure 11 depicts the acquired pressure values at the corresponding transient conditions of load acceptance. The pressure values acquired from S1 and the instantaneous mean pressure are shown. The instantaneous mean value is computed by using a moving FIG. 8 . Pressure variation at S1 during the turbine start-up from the standstill condition to a 40% load operating condition. The times t 1 , t 2 , and t 3 correspond to the guide vane opening from a completely closed position, the start of the synchronization process, and generator synchronization to the corresponding load, respectively.
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Trivedi, Gogstad, and Dahlhaug J. Renewable Sustainable Energy 9, 064502 (2017) window length of 3 s. For better visualization, a zoom window of 25 s, starting from 50 s to 75 s, during load acceptance is shown next to the corresponding transient condition. The transient time is adjusted to 50 s for a comparison among the transient conditions and for a better understanding of the pressure variation. At a 70% load operating condition (before t ¼ 50 s), high amplitude pressure pulsations can be observed, which correspond to a frequency of 1.69 Hz in the draft tube. During the load acceptance from a 70% to 90% load, the pressure at the measurement location decreases and stabilizes at a pressure of 40.38 kPa. From the beginning of the transient cycle (t ¼ 54 s), the time of the guide vane movement was approximately 2 s. The load acceptance from a 90% to a 100% load is presented in Fig. 11(c) , and a zoom window of the transient cycle is provided in Fig. 11(d) 10 . Spectral analysis of the pressure pulsations acquired from S1 during the turbine start-up. The times t 1 , t 2 , and t 3 correspond to the guide vane opening from a completely closed position, the start of the synchronization process, and generator synchronization to the corresponding load, respectively.
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Trivedi, Gogstad, and Dahlhaug J. Renewable Sustainable Energy 9, 064502 (2017) and 60 s. The amplitude decreases during the transition into the BEP load. The amplitude of the pressure pulsation decreased nearly two times at the BEP. A zoom window depicts a small variation in the frequency of the pressure pulsations during the transient cycle, which may be attributed to the runner frequency and other random pulsations. The load acceptance from a 100% to a 110% load is provided in Figs. 11(e) and 11(f). The amplitude of the unsteady pressure pulsations increase as the transition into a high load occurs. The amplitude of the pressure pulsations is 2.5 times that of the amplitude observed at the BEP. The estimated standard deviation of the pressure values during the load acceptance is provided in Fig. 12 . The maximum standard deviation can be observed at the 70% load operating condition, whereas the minimum standard deviation can be observed at the 100% load operating condition. During the transient cycle of the load acceptance, the standard deviation decreases as 
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Trivedi, Gogstad, and Dahlhaug J. Renewable Sustainable Energy 9, 064502 (2017) the load increases from 70% to 90% and 90% to 100%. The standard deviation increases when moving from a 100% to 110% load operating condition. Unlike the turbine-1, 610% of BEP operating condition is not stable in the turbine-2 cases, in which the amplitudes of pressure pulsations are high, in addition to some random noise. A spectral analysis of the pressure data acquired from locations S1, S2, S3, and S4 during the transient operating condition is conducted. Frequencies and amplitudes are normalized similar to the turbine-1 cases by using Eqs. (5) and (6), respectively. Figure 13 presents a spectrogram of the pressure data during load acceptance from the 70% to the 90% load operating condition. During the load change, a variation in the frequency of the vortex rope was observed from 0.27 to 0.25. A high amplitude of the dimensionless frequency of 0.27 can be observed at the 70% load operating condition. The amplitude decreases during the transient cycle. The estimated amplitudes during the transient cycle are approximately 0.045% of qÁE. At a 90% load, the vortex rope frequency of 0.25 is not continuous, and this may be due to the dominant effect of random pulsations as well as modulation of random frequencies around the blade-passing frequency. No other frequency was observed during the transient condition. Similarly, the variation in the frequency and amplitude during load acceptance from the 100% to the 110% load operating condition is provided in Fig. 14 . At the 100% (BEP) load operating condition, the turbine was operating under stable conditions; therefore, no frequency of high amplitude is observed. A dimensionless frequency of 0.28 can be observed during the transition to the 110% load. The amplitude of this frequency gradually increases, and the maximum amplitude is 0.05% of qÁE. In the horizontal-axis turbine, unlike the vertical-axis turbine, the frequency of vortex rope increases as the load increases, and the increased frequency was f * ¼ 0.02 for the 20% load increase. The possible cause may be a dominant effect of tangential velocity relative to the axial and radial velocity components in this turbine. Furthermore, to investigate the synchronous and asynchronous components during the transient cycles, a spectral analysis of the pressure data acquired from locations S1 and S3 is conducted. The spectral analysis of the pressure values acquired during the load acceptance from a 70% to a 90% load is presented in Fig. 15 . Low amplitudes of the synchronous components and relatively high amplitudes of the asynchronous component can be seen. The amplitudes of the synchronous component at the 70% load condition are lower than that of the asynchronous component. At the 90% load operating condition, the amplitudes are increased by 12%. Interestingly, the frequency of asynchronous component observed at the 70% load is diminished at the 90% load operating condition. This result indicates that only the axial pressure pulsations exist at the 90% load operating condition. It seems that the runner axis and the draft tube orientation play a dominant role in the development of the synchronous/asynchronous pulsations. 54 In this turbine, the draft tube 
064502-14
Trivedi, Gogstad, and Dahlhaug J. Renewable Sustainable Energy 9, 064502 (2017) outlet is oriented downward from the elbow (see Fig. 1 ), the effect of asynchronous-type pressure waves developed between the elbow and the draft turbine outlet may be confined to that conduit area and not reaching to the runner outlet-measurement plane. Furthermore, magnitudes of tangential velocity at 90% load may not be sufficient to develop spiral vortex. Spectral analysis of the pressure values acquired from locations S1 and S3 is shown in Fig. 16 . Pressure data are extracted for 2 s from the start of the guide vane opening. The pressure sensors S1 and S3 were located at radial positions 180 from each other on the same plane. Location S1 was below the horizontal plane passing through the axis of the runner, and location S3 was above the horizontal plane. Therefore, a low amplitude at location S3 was expected, which can be observed by comparing the amplitude of the vortex breakdown frequency of 0.27 in Figs. 16(a) and 16(b) . Equations (7) and (8) were used to estimate the synchronous and asynchronous components of the pressure pulsations, respectively. The amplitude of the synchronous component was almost identical to the amplitude observed at locations S1 and S3. The amplitude of the asynchronous component was reduced by 50%, indicating that the synchronous component had a large effect on the draft tube flow during the first 2 s of load change. The large effect may be attributed to an increase of axial velocity as discharge to the draft tube increases. Pressure waves travelling between the runner outlet and the draft tube may have a dominant effect on the unsteady pressure field.
Start-up
Before turbine start-up, the main inlet valve was located before the spiral casing inlet was opened. Once the pressure was stabilized in the turbine, the guide vanes opened, and water flowed to the runner. The guide vanes were opened until the runner achieved a synchronous speed of 6.25 rps. After achieving a stable speed of the runner and a stable torque value, the FIG. 16 . Spectral analysis of pressure signals S1 and S3 located at radial positions 180 from each other. The synchronous component of the pressure pulsations is computed as (S1 þ S2)/2, and the asynchronous component is computed as (S1 À S2)/2. The maximum amplitude spectrum is 0.3% of qÁE. The peak at f/n ¼ 0.27 corresponds to the frequency of the vortex breakdown at the measurement location.
generator was connected to the grid. The power output was increased by further opening the guide vanes. Figure 17 presents the pressure variation during the start-up cycle of turbine-2. The guide vane was adjusted to open to 50 s during the start-up cycle. At 50 s, the guide vanes were opened, discharge to the runner was initiated, and the runner was set to spin. The generator was synchronized to the power grid at 211 s. After the synchronization, the pressure pulsations in the draft tube dramatically increased. The turbine was operating at a no-load condition, and, after completing the synchronization process, the guide vanes were opened further, while the power output increased to a 40% load. During the start-up cycle, pressure in the draft tube changed from 97.5 kPa to 42.9 kPa. Figure 18 presents an estimated standard deviation of the fluctuating pressure values acquired during the turbine start-up. The standard deviation is estimated by using the samples acquired during 1 s, i.e., moving window size and 80% overlap. The value of the standard deviation between 50 s and 211 s is low (<0.8 kPa). However, after the generator synchronization, the standard deviation increases rapidly, over the mean value of 6 kPa. The turbine was operating under a no-load condition, and the discharge was varied. This resulted in high amplitude pressure pulsation in the draft tube. 55, 56 Figure 19 presents the spectral analysis of the pressure values acquired from S1 during the start-up cycle. No frequency of high amplitude was observed before the generator synchronization. Immediately after the generator synchronization, a high amplitude frequency of 1.02 Hz, which corresponded to a dimensionless frequency of 0.16, was observed. The frequency seems to be associated with an instable flow condition in the draft tube developed during the no-load condition. 56 The amplitudes correspond to the synchronous pressure pulsations. No pressure pulsations related to the asynchronous component were observed between 211 s and 250 s, i.e., a 0% to a 40% load. Under this condition, the discharge to the turbine was low, and the runner rotational speed was 
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Trivedi, Gogstad, and Dahlhaug J. Renewable Sustainable Energy 9, 064502 (2017) high, and the runner rotational speed was high, i.e., runaway speed, for the given guide vane opening angle.
IV. CONCLUSIONS
Unsteady pressure measurements were performed on two Francis turbine prototypes (specific speed ¼ 0.27). Turbine-1 was a vertical-axis type and the operating head was 25.7 m; whereas, turbine-2 was a horizontal-axis type and the operating head was 32.6 m. The measurements were performed during transient conditions, such as load acceptance, load rejection, and start-up. Four pressure sensors were mounted in the draft tube cone to acquire unsteady pressure data. A detailed analysis of the acquired pressure values was performed, including the computation of the spectral content, standard deviation, and components of the vortex rope frequency.
At a 50% load, the random pulsations were dominant; whereas, at 70% load systematic pulsations, vortex rope and rotor stator interaction, were dominant. Amplitudes of random pulsations at 50% load were up to five times than those at a 100% (BEP) load. Amplitudes of vortex rope frequency were maximum at a 70% load for both turbines. The vortex rope frequency at a 50% load was found to be changing from f * ¼ 0.22 to 0.24 as the load changed to 70%. The development of the vortex rope during the load acceptance from stable operating loads to partial loads was observed through the variation in pressure amplitudes and frequency. Amplitudes related to the asynchronous component were significantly low (<0.03% of qÁE) compared with the synchronous component (<0.2% of qÁE). The amplitudes of the first harmonic reduced while the amplitudes of the second harmonic increased during the load change from 50% to 70%. In the vertical-axis turbine, amplitudes of asynchronous pressure pulsations were 20 times larger than those of the synchronous component; whereas, in the horizontal-axis turbine, amplitudes of asynchronous pressure pulsations were two times smaller than those of the synchronous component.
In the horizontal-axis turbine, unlike the vertical-axis turbine, the frequency of the vortex rope increases as the load increases, and the increased frequency was f * ¼ 0.02 for the 20% load increase. The possible cause may be a dominant effect of tangential velocity relative to the axial and radial velocity components in this turbine. In the horizontal-axis turbine, interestingly, the frequency of asynchronous component observed at the 70% load is diminished at the 90% load operating condition. It seems that the runner axis and the draft tube orientation play a dominant role in the development of the synchronous/asynchronous pulsations. In this turbine, the draft tube outlet is oriented downward from the elbow, the effect of asynchronous-type pressure waves developed between the elbow and the draft turbine outlet may be confined to that conduit area and not reaching to the runner outlet-measurement plane. Furthermore, magnitudes of tangential velocity at the 90% load may not be sufficient to develop spiral vortex. 
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